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1 Udaje o vzorku / Sample data

Cislo vzorku: VZ020162426 (na sténé / on the rig)
Evidence Number:

Vzorek: Sestava vngjSich obkladi SCANROC
Sample: External wall claddings kit SCANROC

1 ks na zkuSebni sténé Cislo B3, rozmérd 3,44 x 2,44 m
1 pc on the rig No. B3 of dimensions 3.44 x 2.44 m

Datum vyroby: 08. 11. 2016

Date of preparation: 08. 11. 2016

Objednavka/smlouva: 2020160350

Order/contract:

Datum odbéru/dodani: 08.11. 2016

Date of sampling/ sample

delivery:

Misto prevzeti vzorku: Prostory TZUS v Ceskych Budgjovicich

Sampling place: Premises of the TZUS in Ceské Budéjovice

Metoda odbéru: VZ020162426 pfedan kompletné zhotoveny v laboratofi.
Sampling method: VZ020162426 handed over and prepared in the laboratory.
Zpusob pfipravy vzorku: Dle montazniho navodu objednavatele.

Method of the sample In accordance with technological procedure manual of the Ordering
preparation: Party.

Udaje o podminkéach pfi odbéru, pfip. plan a postup odbéru, jméno pracovnika provadéjicino
odbér jsou uvedeny v zapisu o odbéru vzorkd, ktery je uloZzen ve zkusebné.

Data on sampling conditions, plan and procedure of sampling and name of the person who performed
sampling are stated in the Sampling Minutes that are stored in the Testing Department.

2 Zkusebni metody / Test methods

ETAG 034 April 2012 Guideline for European Technical Approval of Kits for External
Part 1, Part 2 Wall Claddings
Part | : Ventilated Cladding Kits Comprising Cladding
Components and Associated Fixings
Part Il : Cladding Kits Comprising Cladding Components,
Associated Fixings, Subframe and Possible Insulation Layer
Cl.546
Cl. 546

Odchylky od normového postupu nebo pouziti nenormovych metod: nebyly uplatnény.
Deviations from a standard procedure or the use of non-standardized methods: were not applied.
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3.1

Vysledky zkousek / Test results

Zkousky byly provedeny 27.10.2016 - 23. 11. 2016
dne:
The tests were performed on:

Zkousky vykonal: Ing. Stépan Vrhel

The tests were performed by:

Udaje o podminkach pfi provadéni zkousky a o pouzitém zkudebnim zafizeni jsou uvedeny
v zaznamech o zkouSce. PouZité pfistroje a méfidla jsou ovéfovany a kalibrovany podle
platného planu zkugebny Ceské Budé&jovice.

Data on the person who performed the test, test conditions and equipment used are listed in the Test
Minutes. Apparatuses and measuring instruments that used have been verified pursuant to a valid plan of
the Testing Department Ceské Budéjovice.

Stanoveni hygrotermalniho chovani dle ETAG 034 Edition April 2012/
Determination of the hygrothermal behaviour acc. to ETAG 034 Edition April 2012

Sestava vnégjSich obkladl byla provedena ve shodé s montdZnim navodem objednavatele
v nasledujici skladbé:

Extemal wall claddings system was manufactured in accordance with the te'chnological procedure manual
of the Ordering Party in the following composition:

- Obkladové prvky / cladding elements:
SCANROC
300 (800) x 100 x 30 mm
- Profily rdamu / subframe profiles:
Profile R-3
40 x 60 x 1.5 mm
pfipevnény k Console K — 1/ fixed to Console K - 1
Profile C -1
nepravidelny tvar / iregular shape
pfipevnény k Profile R — 1/ fixed to Profile R — 1
- Upevhovaci prostiedky ramu / Fixings of the subframe:
EN ISO 15480 4.8x13 (C—- 1+ R-13)
EN ISO 15480 6.3x19 (R - 3 + Console K- 1)
- Podpéry / brackets:
Console K -1
vyloZeni 150 mm / Joose length 150 mm
pfipevnéné k podkladu a Profile R — 3 /fixed to the substrate and Profile R - 3

Vzorek byl podroben pfedepsanym hygrotermalnim cyklim a v pfedepsanych intervalech byl
kontrolovan z ddvodU zjisténi pfipadnych poruch.

The test sample was subjected to prescribed hygrothermal cycles and was regularly checked in order to
detect possible failures that might have occurred.

Zejména byl zjistovan vyskyt pfipadnych nasledujicich poruch:
The regular checks were especially focused on detecting following failures:

e Vznik trhlin a prasklin / occurrence of cracking
o Vznik puchyikl ¢i odlupovani / blistering or peeling

o Poskozeni ¢i degradace profilli / damage or degradation of the profiles
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Tabulka &. / Table No. 1

Cyklus €. Podminky Datum kontroly Zjisténé poruchy
Cycle No. Conditions Date of check Failures detected
1-4 28.10. 2016
5-8 29.10. 2016
9-12 30. 10. 2016
13-16 31.10. 2016
17-20 1.11. 2016
21-24 2.11. 2016
25-28 3.11. 2016
29 - 32 4.11.2016
33-36 5.11. 2016
37-40 Cykly teplo — dést 6. 11.2016
41— 44 Heat - rain cycles 7.11. 2016
45 - 48 8.11. 2016
9% 9. 11.2018 Nebyly zjistény poruchy
53 - 56 10. 11. 2016 No failures observed
57 - 60 11. 11. 2016
61-64 12.11. 2016
65 - 68 13. 11. 2016
69 - 72 14.11. 2016
73-76 15. 11. 2016
77 - 80 16. 11. 2016
48 hodin pfi 10 - 25 °C a min. 50 % relativni vihkosti
48 hours at 10 - 25 °C and minimal 50 % of relative humidity
1 19. 11. 2016
2 20. 11. 2016
R vl RERCET:
4 22.11. 2016
5 23.11. 2016




TZUS Praha, s.p., Centralni laboratof
Zkusebna Ceské Budéjovice

TZUS Prague, Central Laboratory
Testing Department Ceské Budéjovice 020-036827 Strana / Page 5/5

3.2

Fotografie prubéhu zkousky / Photographs taken during the course of the test

Pfiprava vzorku / preparation of the specimen:
Obrazek €. / Figure No. 1
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Pfed pocatkem zkousky / before the start of the test:
Obréazek €. / Figure No. 2 _
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KONEC PROTOKOLU / END OF THE TEST REPORT :



